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Shrink tubing

Network cable

Terminated
jack modules

Mini-Com MuTOA 6-Port Outlet Box

Part Number: CM6P**

CM6P**

Screws (4)
Adhesive tape (2)

Pan-Ty (2)

COMPONENTS: NOT INCLUDED:

CHS2**

CHS2S**

Shrink tubing

3 4

Route cables
as shown

** Denotes color.
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1st Pan-Ty

7

Shrink tubing

8

Heat gun

2nd Pan-Ty

MOUNTING OPTIONS:

1. Two #8 flat head screws (not included) will 
allow box to mount to a wall. 

2. Mounting eyelets allow product to be 
suspended.

Screw hole
Eyelet

Eyelet

Screw hole


